
CITY OF RALEIGH

DEPARTMENT OF PUBLIC UTILITIES

STANDARD THRUST BLOCK INSTALLATION FOR  16" AND
LARGER VALVES AND DEAD END MAINS

DWG. NO.
W-8

REVISIONS
Y.C.A.

DATE REVISIONS DATE
4-12-90
6-92

D.W.C.
RRH

9-7-99
3-31-00

5
.0

'

TH
R
U
S
T 

B
LO

C
KI

N
G

 A
T 

V
A
LV

ES
1
6
" A

N
D

 L
A
R
G

ER

1
0

.0
'

1
0

.0
'

1
6

" M
A
IN

 -
 1

 T
H
R
U
S
T 

 B
LO

C
K

R
EQ

U
IR

ED
, 

O
N
 M

A
IN

S
 G

R
EA

TE
R
 T

H
A
N

1
6

"-
 2

 T
H
R
U
S
T 

B
LO

C
KS

 R
EQ

U
IR

ED
.

S
TA

N
D

A
R
D

 T
H
R
U
S
T 

B
LO

C
K

V
A
LV

E

5
.0

'


