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NOTES:
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PREL | MI NARY
DEVELOPMENT PLAN

GENERAL NOTES:
A. ALL LAND DISTURBING ACTIVITIES SHALL BE CONDUCTED IN
ACCORDANCE WITH AN APPROVED EROSION CONTROL. PLAN.
ALL CONSTRUCTION AND MATERIALS TO BE IN STRICT ACCORDANCE
WITH CITY OF RALEIGH, DG, AND NCDENR STANDARDS.
HORIZONTAL RELATION OF WATER MAINS TO SENERS

LATERAL SEPARATION OF SENERS AND WATER MAINS. WATER MAINS
SHALL BE LAID AT LEAST 10 FEET LATERALLY FROM EXISTING OR
PROPOSED SEWERS, UNLESS I

o w

LOCAL CONDITIONS OR BARRIERS PREVEN

A 10 FOOT LATERAL SEPARATION - - IN WHICH CASE:

. THE WATER MAIN IS LAID IN A SEPARATE TRENCH, WITH THE
ELEYATION OF THE BOTTOM OF THE WATER MAIN AT LEAST |1©&
INCHES ABOVE THE TOP OF THE SEWER: OR

2. THE WATER MAIN IS LAID IN THE SAME TRENCH AS THE SEWER
WITH THE WATER MAIN LOCATED AT ONE SIDE ON A BENCH OF
UNDISTURBED EARTH, AND WITH THE ELEVATION OF THE BOTTOM
O_anETHENATERMAINATLEAST 1& INCHES ABOVE THE TOP OF

D. YERTICAL RELATION OF NATER MAINS TO SENERS

CROSSING A WATER MAIN OVER A SENER. WHENEVER IT IS
NECESSARY FOR A WATER MAIN TO CROSS OYER A SEWER, THE WATER
MAIN SHALL BE LAID AT SUCH AN ELEVATION THAT THE BOTTOM OF
THE WATER MAIN IS AT LEAST 24 INCHES ABOVE THE TOP OF THE
SENER, UNLESS LOCAL CONDITIONS OR BARRIERS PREVENT AN 1&

INCH VERTICAL SEPARATION —- IN WHICH CASE BOTH THE WATER

MAIN AND SEWER SHALL BE CONSTRIUCTED OF FERROUS MATERIALS
AND WITH JOINTS THAT ARE EQUIVALENT TO WATER MAIN STANDARDS
FOR AIEIG?TANGE OF |0 FEET ON EACH SIDE OF THE POINT OF
CROSSING.

CROSSING A WATER MAIN UNDER A SEWER. WHENEVER IT IS
NECESSARY FOR A WATER MAIN TO CROSS UNDER A SENER,

THE WATER MAIN AND THE SEWER SHALL BE CONSTRUCTED OF
FERROUS MATERIALS AND WITH JOINTS EQUIVALENT TO WATER MAIN
STANDARDS FOR A DISTANCE OF |0 FEET ON EACH SIDE OF THE POINT

T

OF CROSSING. A SECTION OF WATER MAIN PIPE SHALL BE CENTERED AT

THE POINT OF CROSSING.

E. VERTICAL RELATION OF SANITARY SEWER MAINS TO STORM SEWER
WHEN A SANITARY SENER IS CROSSING OVER OR UNDER A STORM
SENER, A VERTICAL SEPARATION OF 18 INCHES SHALL BE
MAINTAINED UNLESS BOTH LINES ARE OF A FERROUS MATERIAL.

F. GENERAL VERTICAL CLEARANCE

WHEN OTHER UNDERGROUND UTILITIES ARE ENCOUNTERED, 12 INCHES
OF SEPARATION SHALL BE MAINTAINED.

6. SENER SERVICES
TYPICAL SENER SERVICE TO EACH APARTMENT UNIT IS TO BE 6"
PVC. A CLEANOUT SHALL BE PROVIDED AT A MINIMUM OF EVERY
T5' ON 6" SENER LINES. BACKWATER VALVES TO BE INSTALLED
IN ACCORDANCE WITH THE CITY OF RALEIGH PUBLIC UTILITIES
HANDBOOK (DWG. NO. S-41) ALL SERVICES TO MEET THE
APPLICABLE NC PLUMBING CODE.

H. WATER SERVICE

TYPICAL NATER SERVICE TO EACH APARTMENT UNIT IS TO PER
DETAIL ON THIS SHEET LABELED TYPICAL APARTMENT BUILDING
HWATER SERVICE CONNECTION, SCHEMATIC FOR WATER SERVICE
TO EACH BUILDING TO BE VERIFIED FOR APPROVAL WITH CITY OF
RALEIGH FIRE DEPARTMENT AND PLUMBING/SPRINKLER DESIGNER
PRIOR TO CONSTRUCTION.

I. WATER SERVICE ON THE EASTERN SIDE OF THE SITE SHALL REQUIRE A

DOUBLE CHECK BACKFLOW ASSEMBLY DEVICE IN ABOVE GROUND VAULT,

FEBCO 670 OR APPROVED EQUIVALENT.
J. ALL BUILDINGS TO HAVE DOUBLE CHECK BACKFLOW ASSEMBLY DEVICE

LOCATED INSIDE THE BUILDING, FEBCO 850 OR APPROVED EQUIVALENT.

K. EXISTING UTILITIES

EXISTING UTILITIES SHOWN ARE APPROXIMATE AND ALL MAY NOT
BE SHONWN. CONTRACTOR SHALL VERIFY EXACT LOCATION AND
GRADE OF ALL EXISTING UTILITIES AND COORDINATE ANY
REQUIRED RELOCATION OF EXISTING UTILITIES PRIOR TO BEGINNING
CONSTRUCTION.

L. ALL PRIVATE 8" SANITARY SENER LINES TO BE LOCATED WITHIN A
PRIVATE UTILITY EASEMENT.

M. ALL PRIVATE 6" SANITARY SEWER LINES TO BE LOCATED WITHIN A
PRIVATE UTILITY EASEMENT.
N. ALL PRIVATE STORM SENER LINES TO BE LOCATED WITHIN A PRIVATE

10, 15!, OR 20' UTILITY EASEMENT DEPENDING ON SIZE, DEPTH, AND
LOCATION IN RELATION TO STRUCTURES.

O. BASE OF PROPOSED RETAINING NALLS TO BE A MINIMUM OF 2' FROM
REQUIRED RIPARIAN BUFFERS TO ALLOW FOR STAGING & FOOTINGS.

P. SPILL GUTTER TO BE INSTALLED IN AREAS AS INDICATED ON PLAN AND/OR

IN AREAS AS REQUIRED TO PROVIDE ADEQUATE DRAINAGE AND TO
PREVENT PONDING OF NATER.

Q. NO INFRASTRUCTURE TO BE CONSTRUCTED PRIOR TO CONSTRUCTION PLAN

APPROVAL AND UTILITY PERMIT ISSUANCE BY THE CITY OF RALEIGH
PUBLIC UTILITIES DEPARTMENT.

R. LOCATIONS AND SIZES SHOWN FOR STORM WATER DEVICES ARE
PRELIMINARY AND SUBJECT TO CHANGE PENDING FINAL LAYOUT AND
DESIGN.

S. THESE PLANS ARE FOR PRELIMINARY PURPOSES AND IS NOT INTENDED AS A
FINAL DESIGN. PROPOSED GRADES SHOWN ARE PRELIMINARY AND SUBJECT

TO CHANGE PENDING FINAL LAYOUT AND FINAL DESIGN.
T. NO NEW IMPACTS TO EXISTING WETLANDS AND EXISTING NEUSE RIVER

BUFFERS SHALL TAKE PLACE WITHOUT APPROVAL BY THE U.S. ARMY CORPS
OF ENGINEERS, NCDENR, AND THE CITY OF RALEIGH. NO DISTURBANCE SHALL
TAKE PLACE WITHIN JURISDICTIONAL WETLANDS AND NEUSE RIVER BUFFERS
PRIOR TO RECEIPT OF ALL US. ARMY CORPS OF ENGINEERS ¢ N.C. DIVISION

OF NATER QUALITY PERMITS. THESE AREAS WILL BE FLAGGED AS "DO
ENTER" AREAS PRIOR TO RECEIPT OF PERMITS.

NOT

V. PROPOSED GRADES SHONWN ARE APPROXIMATE. ACTUAL FINAL GRADES

TO BE BASED ON FINAL APPROVED CONSTRUCTION PLAN DRANINGS.

V. ALL STREETS SHOWN ON THESE PLANS SHALL HAVE THE FULL WIDTH OF
THE RIGHT-OF-WAY CLEARED AND GRADED WITHIN 50 FEET OF ALL
STREET INTERSECTIONS.

. NITHIN THE SIGHT TRIANGLES SHOWN ON THIS PLAN, NO OBSTRUCTION

BETWEEN 2 FEET AND & FEET IN HEIGHT ABOVE THE CURB LINE SHALL BE

LOCATED IN WHOLE OR PART. OBSTRUCTIONS INCLUDE BUT ARE NOT

LIMITED TO ANY BERM, FOLIAGE, FENCE, WALL, SIGN, OR OTHER OBUECT.
ALL STREET TREES FALLING WITHIN THE SIGHT TRIANGLES SHOWN ON THIS
PLAN SHALL BE LIMBED-UP BETWEEN 2 FEET AND & FEET IN HEIGHT ABOVE

THE CURB LINE ELEVATION.

RETAINING WALL NOTES:

. STRUCTURAL DESIGN OF ALL RETAINING WALLS TO BE
PERFORMED BY OTHERS. RETAINING WALLS SHOWN
ON THESE PLANS ARE FOR APPROXIMATE GRADE ¢
LOCATION PURPOSES ONLY.

2. A HANDRAIL AND / OR 6' CHAIN LINK FENCE SHOULD
BE INSTALLED ALONG THE TOP OF ALL WALLS AS
NOTED ON PLANS, OR ANY WALLS IN EXCESS OF 36" IN
HEIGHT OR ANY WALLS AS DEEMED APPROPRIATE BY
THE ONNER / CONTRACTOR BASED ON FINAL
CONSTRUCTED FIELD CONDITIONS.

$

CONTRACTOR TO WORK CLOSELY WITH ALL UTILITY
COMPANIES TO ENSURE THAT ONCE FINAL GRADES HAVE
BEEN ESTABLISHED, PROPER DEPTH AND COVER 1S
MAINTAINED ON ALL EXISTING UTILITY LINES.
CONTRACTOR IS RESPONSIBLE FOR COORDINATION OF
ANY NECESSARY RELOCATIONS OF EXISTING UTILITIES.

STORM SEWER NOTE:

ALL PRIVATE CURB INLETS TO BE CITY OF RALEIGH
BOXES AND CITY OF RALEIGH FRAMES, GRATES, AND
HOODS EXCEPT AS NOTED ON PLANS. CITY OF RALEIGH
BOXES TO BE USED IN CITY OF RALEIGH PUBLIC RO,

PLANTING NOTE

ALL PLANTINGS THAT FALL WITHIN THE SIGHT DISTANCE
TRIANGLES SHALL HAVE NO SHRUBS GREATER THAN 2' IN
HEIGHT AND NO TREE LIMBS LONER THAN &' IN HEIGHT.

PROPOSED UTILITY NOTE:

ALL SIZES AND LOGATIONS SHOWN FOR PROPOSED
UTILITIES (STORM, SANITARY, AND WATER) ARE
PRELIMINARY IN NATURE AND SUBJECT TO CHANGE
PENDING FINAL DESIGN AND CONSTRUCTION PLAN
SUBMITTAL.
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LAND USE CONSULTANTS PLANNERS / LANDSCAPE DESIGNERS / SURVEYORS / ENGINEERS
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