
City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

Space Summary Only City EOC

Main CPSF Building
1.00 Lobby 1,980
2.00 ECC Administration 8,414
3.00 ECC Operations 17,587
4.00 ECC Staff Support 5,567
5.00 City of Raleigh EOC 9,781
7.00 Traffic Control Center 3,064
8.00 Shared Staff Support 3,266
9.00 Information Technology 3,713
10.00 Data Center (without WC EOC racks) 11,522
11.00 Facilities 1,550
12.00 Building Systems and Support (10% reduction) 15,331
13.00 Vertical Circulation 4,000

Main CPSF Building Gross Area 85,774

14.00 Receiving 1,800
15.00 RF Equipment Building (with tower) 1,520
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

Space Summary With Combined EOC

1.00 Lobby 1,980
2.00 ECC Administration 8,414
3.00 ECC Operations 17,587
4.00 ECC Staff Support 5,567

5A.00 Combined City and Wake County EOC 13,416
7.00 Traffic Control Center 3,064
8.00 Shared Staff Support 3,266
9.00 Information Technology 3,713
10.00 Data Center 11,582
11.00 Facilities 1,550
12.00 Building Systems and Support 17,034
13.00 Vertical Circulation 4,000

Main CPSF Building Gross Area 91,173

14.00 Receiving 1,800
15.00 RF Equipment Building (with tower) 1,520

DESCRIPTION AREA SQ. FT.
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

1.01 Vestibule 1 1 100 100
Area contains building 
entry/egress control

1.02 Lobby 1 1 400 400 Need to hold 30 for tours

1.03 Guard Station 1 1 80 80
Secure, ballistic protection, 
panic button, security 
monitors, access control

1.04 Metal Detector 1 1 50 50 Metal detector & x-ray
1.05 Men's Restroom 1 1 80 80
1.06 Women's Restroom 1 1 80 80

1.7 Press Room
Can also be used for 
recoding listening or 
meeting visitors

1.07.01 Podium 1 1 50 50
1.07.02 Seats 20 20 15 300
1.07.03 Camera Platform 6 6 15 90 6 feeds to parking lot
1.07.04 Internal Circulation 50% 220 Circulation factor in room

1.07 Press Room Total 1 1 660 660
1.08 Video Rack Room 1 1 80 80
1.09 Table & Chair Storage 1 1 120 120

Net Assigned Area 1,650
Gross Area Factor 20% 330
Area Subtotal 1,980

1.00  Lobby
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

2.01 ECC Waiting/Lobby 1 1 120 120

2.02 ECC Director 1 1 PO-B 225 225

2.03
Deputy Director 
Operations

1 1 PO-C 180 180

2.04
Deputy Director 
Personnel/Finance

1 1 PO-C 150 150

2.05
Deputy Director 
Technology

1 1 PO-C 150 150

2.06
Supervisor Accreditation 
(CALEA)

1 1 PO-D 120 120

2.07 Training Supervisor 1 1 PO-D 120 120
2.08 Technology Supervisor 1 1 PO-D 120 120

2.09
ECC Administration 
Open Office

2.08.01
Records Manager 
(Admin.)

1 1 WS-E 96 96 Separate viewing off lobby

2.09.02
Administration Support 
Reception

1 1 WS-E 96 96

2.09.03
Administration Staff 
Support 

1 1 WS-F 64 64

2.09.04
Operations Manager 
(Admin.)

1 1 WS-D 120 120

2.09.05
Public Education 
(Admin.)

1 1 WS-E 96 96

2.09.06
Public Information 
(Admin.)

1 1 WS-E 96 96

2.09.07 Quality Control (Admin.) 1 1 2 WS-E 96 192
2.09.08 Personnel File Cabinets 6 2 8 FC 10 80 Locked
2.09.09 CALEA File Cabinets 2 1 3 FC 10 30 Locked
2.09.10 Training File Cabinets 2 1 3 FC 10 30 Locked
2.09.11 Trainers 3 3 6 WS-E 96 576
2.09.12 Training Library 1 10 10 Training Manuals
2.09.13 Training Breakout 1 120 120 Seating for 4 to 8
2.09.14 GIS Technician (Tech) 1 1 2 WS-E 96 192

2.09.15
800 MHz Technician 
(Tech)

1 1 WS-E 96 96

2.09.16
Sr System Analyst 
(Tech)

4 3 7 WS-E 96 672

2.09.17
Jr System Analyst 
(Tech)

2 2 WS-E 96 192

2.09.18 ECC IT Breakout 1 120 120
Seating for 4 to 6 with 
counter for plan storage

2.00  ECC Administration
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

2.00  ECC Administration

2.09.19 Copy Area 1 120 120
Copier, Plotter, papers 
storage

2.09.20 Coffee Station 1 80 80
2.09.21 Internal Circulation 50% 1,539 Circulation factor in room

2.09 Open Office Total 1 4,617 4,617

2.10
Admin Conference 
Room

1
CONF-

A
600 600 16 to 18 person 

2.11 Conference Room 1
CONF-

B
350 350 8 to 10 person 

2.12 Training Storage 1 80 80
Including,CPR dummies, 
robot, ect.

2.13 Admin Storage 1 100 100
Including, Admin.,Training. 
CPR dummies, robot, ect.

2.14 Quartermaster Room 1 80 80
Clothing, headsets to be 
issued

Net Assigned Area 7,012
Gross Area Factor 20% 1,402
Area Subtotal 8,414
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

3.01 ECC Operations Room
3.01.01 Supervisor Console 2 2 WS 100 200

3.01.02
Assist. Supervisor 
Console

2 2 WS 100 200

3.01.03 Call Takers Consoles 12 6 18 WS 80 1,440
3.01.04 Raleigh PD Dispatch 8 4 12 WS 80 960
3.01.05 DCI Municipal PD 6 4 10 WS 80 800
3.01.06 Fire/EMS Dispatch 8 4 12 WS 80 960
3.01.07 Flex Dispatch Consoles 6 6 WS 80 480
3.01.08 Chair Storage 1 80 80
3.01.09 Video Wall 1 120 120 Design dependent
3.01.10 Copy Print 1 80 80
3.01.11 Reference Book Case 1 80 80
3.01.12 IT work space 1 1 WS 36 36 Near Supervisors
3.01.13 Internal Circulation 100% 5,436 Circulation factor in room

3.01 Operations Room Total 1 10,872 10,872
3.02 Supervisors Office

3.02.01 Supervisors 14 WS-F 64 896
3.02.02 Files 4 FC 10 40 4 drawer lateral
3.02.03 Internal Circulation 50% 468 Circulation factor in room

3.02 Supervisors Office Total 1 1,404 1,404
3.03 Conference Room 1 100 100 Seating for 4

3.04 Supervisor's Storage 1 100 100
Monitors, keyboards, mice, 
etc.

3.05 Live Training Rooms 
Call - Taker and Dispatcher 
training rooms

3.05.01 Training Consoles 12 WS 80 960 3 video displays
3.05.02 Instructor Consoles 1 WS 80 80

3.05.03 Work Counter 10 WS 5 50
Linear feet of furniture with 
counter and cabinets

3.05.04 Internal Circulation 100% 1,090 Circulation factor in room

3.05
Live Training Rooms 
Total

1 2,180 2,180

Net Assigned Area 14,656
Gross Area Factor 20% 2,931
Area Subtotal 17,587

3.00  ECC Operations
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

4.01 Lockers 150 90 240 5 1,200 Full height in nook
4.02 Mail Slots 1 1 100 100 240 slots
4.03 Visitor Observation 1 1 80 80 Wide hallway
4.04 Break Room

4.04.01 Seating at Tables 12 12 25 300

4.04.02 Counter & Cabinets 12 12 5 60
Linear feet, storage for 3 
shifts sink, 1 disposal 

4.04.03 Pantry 5 5 6 30
4.04.04 Refrigerators 5 5 18 90 Larger
4.04.05 Stove 1 1 15 15
4.04.06 Microwave  Oven 2 2 15 30
4.04.07 Ice Maker 1 1 25 25 Dispenser type
4.04.08 Dishwasher 1 1 15 15
4.04.09 Drink Fountain 1 1 15 15
4.04.10 Vending Machines 3 3 15 45
4.04.11 Recycling 1 1 10 10
4.04.12 Internal Circulation 40% 254 Circulation factor in room

4.04 Break Room Total 1 1 889 889
4.05 Men's Restroom Located near the floor

4.05.01 ADA Toilet 1 25 25
4.05.02 Toilet 2 15 30
4.05.03 Urinal 2 15 30
4.05.04 Lavatories 2 15 30
4.05.05 Internal Circulation 100% 115 Circulation factor in room

4.05 Men's Restroom Total 1 230 230
4.06 Women's Restroom Located near the floor

4.06.01 Toilet 4 15 60
4.06.02 ADA Toilet 1 25 25
4.06.03 Lavatories 2 15 30
4.06.04 Internal Circulation 100% 115 Circulation factor in room

4.06
Women's Restroom  
Total

1 230 230

4.07 Quiet Room 2 80 160

4.08 Muster Room 1
MTG-

B
750 750

40 seats, not shared with 
classroom

4.09 Classroom 1 1000 1,000
40 seats at tables, shared, 2 
16 week classes

4.10 Prehire Testing 0
15 testing booths,  Use Non 
Emergency Call Center  at 
EOC

Net Assigned Area 4,639
Gross Area Factor 20% 928
Area Subtotal 5,567

4.00  ECC Staff Support

November 08, 2012 7



City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

5.01 EOC Director 1 1 PO-B 225 225

5.02
Deputy Director 
Operations

1 1 PO-C 150 150
Temp portable electronics 
storage

5.03 EM Open Office
5.03.01 Reception/Admin 1 1 WS-F 64 64
5.03.02 Student intern 1 1 2 WS-F 64 128
5.03.03 Files 1 1 FC 10 10
5.03.04 Flat files 1 1 30 30
5.03.05 Book Case 1 1 30 30

5.03.06 Maps and Plans Storage 1 1 40 40 Counter for maps 

5.03.07 Internal Circulation 50% 151 Circulation factor in room
5.03 EM Open Office Total 1 1 389 389
5.04 Operations Room Shared meeting space

5.04.01 Command Table 10 2 12 WS-G 36 432 Seats
5.04.02 Workstations 35 35 WS-G 36 1,260 In 5 clusters of 6 to 7

5.04.03 AV control console 1 1 WS-G 36 36 May share with County EOC

5.04.04 Video Wall 1 180 180 Design dependent
5.04.05 Storage Cabinets 2 10 20 LF of counter and cabinets

5.04.06 Internal Circulation 50% 964
Factor for  circulation in the 
room 

5.04 Operations Room Total 1 2,892 2,892

5.05 Copy Work Room 1 1 200 200
Supplies, plotter paper, 
plotter, multi-function copier, 
Share with EOC Admin

5.06 Classroom 1
MTG-

B
750 750

30 seats at tables, shared, 
Could be used for bunking

5.07 Small Breakout Rooms 2 2
CONF-

C
225 450

Seating for 6, Operable 
Partition between rooms. 
Shared meeting space , one 
VTC  

5.08 Medium Breakout Room 2 2
CONF-

B
350 700

Seating for 12, Operable 
Partition between rooms. 
Shared meeting space, 1 
VCT   

5.09 Large Conference Room 1 1
CONF-

A
600 600

Seating for 18, Shared 
meeting space, Policy room, 
VCT   

5.10 Table Chair Storage 1 1 100 100

5.11
Non Emergency Call 
Center / Prehire Testing

1 1 400 400
12 seats with Phones & 
Computers, display, close 
top\ JIC

5.00  City EOC
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

5.00  City EOC

5.12
Joint Information 
Center (JIC)

5.12.01 PIO workstations 20 20 WS-G 36 720
20 total if shared with 
County

5.12.02 Printer/fax 1 1 10 10
5.12.03 Internal Circulation 50% 365 Circulation factor in room

5.12 JIC Total 1 1 1,095 1,095
5.13 AV Closet 1 1 40 40
5.14 Radio Cache 1 1 100 100

5.15 City EOC Lockers 1 1 60 60
12x12 keyed lockers for 
EOC activation

Net Assigned Area 8,151
Gross Area Factor 20% 1,630
Area Subtotal 9,781
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

5A.01 City EOC Director 1 1 PO-B 225 225

5A.02
City Deputy Director 
Operations

1 1 PO-C 150 150
Temp portable electronics 
storage

5A.03 WC Director 1 1 200 200
5A.04 WC EM Specialist 4 4 120 480
5A.05 Open Office

5A.05.01
Admin 
Assistant/Reception

1 1 WS-F 64 64

5A.05.03
WC Automation 
Specialist

1 1 WS-E 96 96

5A.05.04 Part Time Staff/Interns 4 4 WS-F 64 256

5A.05.05 Files 2 2 FC 10 20 City & WC

5A.05.06 Flat files 1 1 30 30

5A.05.07 Book Case 1 1 30 30

5A.05.08 Maps and Plans Storage 1 1 40 40 Counter for maps 

5A.05.09 Internal Circulation 50% 268 Circulation factor in room

5A.06 Open Office Total 1 1 804 804
5A.06 Operations Room Shared meeting space

5A.06.01 City Command Table 10 2 12 WS-G 36 432 Seats

5A.06.02
Wake County always set 
Workstations

14 14 WS-G 36 504

5A.06.03
Shared ESF 
Workstations

40 40 WS-G 36 1,440

5A.06.04 Amateur Radio 2 2 WS-G 36 72

5A.06.05 AV control console 1 1 WS-G 36 36

5A.03.06 Video Wall 1 1 180 180 Design dependent

5A.06.07 Storage Cabinets 1 1 10 10

5A.06.08 Internal Circulation 50% 1,337
Factor for  circulation in the 
room 

5A.06 Operations Room Total 1 4,011 4,011

5A.00  COMBINED EOC
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

5A.00  COMBINED EOC

5A.07 Copy Work Room 1 1 200 200
Supplies, plotter paper, 
plotter, multi-function copier, 
Share with EOC Admin

5A.08 Medium Breakout Room 6 6
CONF-

B
350 2,100

Seating for 12, Operable 
Partition between rooms. 
Shared meeting space, 1 
VCT   

5A.09
Large Conference Policy 
Room

1 1
CONF-

A
600 600

Seating for 18, Shared 
meeting space, Policy room, 
VCT   

5A.10 Secure SCIF 1 1
CONF-

C
225 225 Seating for 6, Video conf

5A.11 Table Chair Storage 1 1 100 100

5A.12
Non Emergency Call 
Center / Prehire Testing

1 1 400 400
15 seats with Phones & 
Computers, display, close 
top\ JIC

5A.13
Joint Information 
Center (JIC)

5A.13.01 PIO workstations 20 20 WS-G 36 720

5A.13.02 Printer/fax 1 1 10 10

5A.13.03 Internal Circulation 50% 365 Circulation factor in room

5A.13 JIC Total 1 1 1,095 1,095
5A.14 AV Closet 1 1 40 40

5A.15 City Storage 1 1 150 150
Radios and other electronic 
equipment.

5A.16 WC Storage 1 1 150 150
Radios and other electronic 
equipment.

5A.17 EOC Lockers 100 100 2.5 250
Half lockers keyed for EOC 
activation

Net Assigned Area 11,180
Gross Area Factor 20% 2,236
Area Subtotal 13,416
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

7.01 Manager Office 1 1 PO-C 150 150

7.02 Open Office
Could be same room as 
Control 

7.02.01 Senior Analyst 1 1 2 WS-E 96 192
7.02.02 Analyst 3 2 5 WS-F 64 320
7.02.03 IT Analyst 1 1 WS-F 64 64
7.02.04 Test Bench 1 1 WS-G 36 36
7.02.05 Copy Area 1 1 80 80
7.02.06 Coffee Station 1 1 80 80
7.02.07 Plan Table and Storage 1 1 50 50 Off to side of room
7.02.08 Bookcase 1 10 10
7.02.09 Internal Circulation 50% 416 Circulation factor in room

7.02 Open Office Total 1 1,248 1,248

7.03 Traffic Control Center
Could be same room as 
Control 

7.03.01 Control Stations 2 2 4 WS 80 320
7.03.02 Video wall 44 44 10 440 Linear feet
7.03.03 Bookcase 1 1 10 10
7.03.04 Internal Circulation 50% 385 Circulation factor in room

7.03 Open Office Total 1 1,155 1,155
7.04 Plotter Use EOC's

7.05 Racks
Included in Data Center (if 
next to TCC)

7.06 Conference Room Shared with EOC  12 to 15
7.07 Training Vendor Shared with EOC  12 to 15

Net Assigned Area 2,553
Gross Area Factor 20% 511
Area Subtotal 3,064

7.00  Traffic Control Center
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Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM

SPACE 
NO.

DESCRIPTION
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REMARKS

8.01 Men's  Restroom Located near exercise room
8.01.01 Day Lockers 8 8 5 40 Full -height
8.01.02 Showers/Drying 2 2 40 80
8.01.03 ADA Toilet 1 1 25 25
8.02.04 Toilet 1 1 15 15
8.01.05 Urinal 2 2 15 30
8.01.06 Lavatories 2 2 15 30
8.01.07 Internal Circulation 0 70% 154 Circulation factor in room

8.01 Men's Restroom 1 1 374 374
8.02 Women's  Restroom Located near exercise room

8.02.01 Day Lockers 8 8 5 40 Full -height
8.02.02 Showers/Drying 2 2 40 80
8.02.03 ADA Toilet 1 1 25 25
8.02.04 Toilet 5 5 15 75
8.02.05 Lavatories 3 3 15 45
8.02.06 Internal Circulation 0 70% 186 Circulation factor in room
8.02.07 Women's  Total 1 1 451 451

8.03 Bunk Storage 1 1 200 200
32 bunks ( need to assign 
space)

8.04 Exercise Room 1 1 200 200 4 pieces of equipment
8.05 Break Room/Dinning Shared 

8.05.01 Seating at Tables 30 30 15 450
8.05.02 Counter & Cabinets 20 20 5 100 Linear feet, for catering
8.05.03 Drink Fountain 1 1 15 15
8.05.04 Vending 2 2 15 30
8.05.05 Recycling 1 1 10 10
8.05.06 Internal Circulation 0 40% 242 Circulation factor in room

8.05 Break Room Total 1 1 847 847
8.06 Kitchen Shared (feed 90 per meal)

8.06.01 Counter & Cabinets 20 20 5 100 Linear feet 
8.06.02 Refrigerators 3 3 20 60 Commercial size
8.06.03 3 Compartment Sink 1 1 15 15
8.06.04 Dishwasher 1 1 25 25
8.06.05 Range 1 1 15 15
8.06.06 Microwave Oven 2 2 15 30
8.06.07 Ice Maker 1 1 25 25
8.06.07 Pantry 1 1 80 80
8.06.08 Internal Circulation 40% 140 Circulation factor in room

8.06 Kitchen Total 1 1 490 490

8.00  Shared Staff Support
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Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM
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REMARKS

8.00  Shared Staff Support

8.07 Outdoor Break 1 1 0 0
Outdoor secure patio or 
balcony

8.08 Coat Storage 1 1 80 80
8.09 Lactation Room 1 1 80 80

Net Assigned Area 2,722
Gross Area Factor 20% 544
Area Subtotal 3,266
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City of Raleigh

Critical Public Safety Facilities Project
Draft Space Program

PBC+L/AECOM
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REMARKS

9.01 NOC Manager 1 1 PO-D 120 120

9.02 NOC Conference Room 1 1
CONF-

A
600 600 Seating for 16

9.03
Network Operations 
Center (NOC)

9.03.01 NOC Analyst 3 3 WS-E 64 192
Plus 3 future staff on 2nd 
shift

9.03.02 Video Wall 1 1 100 100
9.03.03 Internal Circulation 0 50% 146 Circulation factor in room

9.03
Network Operations 
Center Total

1 1 438 438

9.04 Systems Manager 1 1 PO-D 120 120
9.05 Network Manager 1 1 PO-D 120 120

9.06 Open Office

9.06.01
Systems Analyst & 
Network Engineers

8 8 16 WS-E 64 1,024

9.06.03 Internal Circulation 50% 512 Circulation factor in room
9.06 Open Office Total 1 1 1,536 1,536
9.07 Coffee Station 1 1 80 80
9.08 Copy Area 1 1 80 80

Net Assigned Area 3,094
Gross Area Factor 20% 619
Area Subtotal 3,713

9.00  Information Technology
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10.01 Data Center 160 total secure racks
10.01.01 Network Racks 16 11 27 12 324
10.01.02 ECC Racks 8 4 12 12 144

10.01.03 ECC Change Out Racks 4 4 12 48

10.01.04 City EOC Rack 1 1 12 12
10.01.05 County EOC Racks 5 5 12 60
10.01.06 TCC Video Racks 2 2 4 12 48 Near TCC

10.01.07
TCC F.O./Signal System 
Racks

2 1 3 12 36 Near TCC

10.01.08 TCC Change Out Racks 2 2 12 24 Near TCC
10.01.09 Police Racks 4 4 8 12 96
10.01.10 Fire Racks 4 2 6 12 72
10.01.11 AV Racks 4 4 12 48
10.01.12 CCTV Racks 1 1 2 12 24
10.01.13 Access Control Rack 1 1 2 12 24
10.01.14 800 MHz 0 12 0

10.01.15 Change Out Rack Space 20 20 12 240
Space so that 2 systems 
can run at the same time 
during upgrades

10.01.16 Other Future Racks 60 60 12 720 Future Systems
10.01.17 Workbench 2 2 50 100
10.01.18 Internal Circulation 120% 2,424 Circulation factor in room

10.01 Data Center Total 1 1 4444 4,444

10.02
Data Center 
Mechanical Room

160 total racks

10.02.01 Mechanical Equipment 4 4 8 80 640
10.02.02 PDU's 4 4 8 80 640
10.02.03 Dry Agent Suppression 1 1 120 120
10.02.04 Internal Circulation 120% 1,680 Circulation factor in room

10.02 Data Center Total 1 1 3080 3,080

10.03
Telecommunications 
Entrance Facility (TEF)

2 2 120 240

10.04 Public Safety Set Up
10.04.01 Workbench 2 2 WS 50 100
10.04.02 Test Rack 1 1 12 12
10.04.03 Shelving 1 1 5 5 Manuals
10.04.04 Internal Circulation 50% 59 Circulation factor in room

10.04
Public Safety Set Up 
Total

1 1 176 176

10.05 Public Safety Storage 1 350 350 Shelving for spare parts
10.06 ECC Vendor Storage 1 100 100
10.07 IT Set Up

10.07.01 Workbench 4 4 WS 50 200
10.07.02 Test Rack 2 2 12 24

10.00  Data Center
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REMARKS

10.00  Data Center

10.07.03 Internal Circulation 50% 112 Circulation factor in room
10.07 IT Set Up Total 1 1 336 336

10.07 IT Storage 1 1 200 200
Network equipment, 
surplus, staging

10.08 Unpacking Area 1 1 150 150 Shared

10.09 Vendor Open Office

10.09.01 Vendor 6 0 6 WS-E 64 384 With Break out area 
10.09.02 Internal Circulation 50% 192 Circulation factor in room

10.09
Systems Open Office 
Total

1 1 576 576

Net Assigned Area 9,652
Gross Area Factor 20% 1,930
Area Subtotal 11,582
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REMARKS

11.01
Operation Control 
Specialist

1 1 PO-D 120 120

11.02 Facilities Open Office

11.02.01
Facilities Operation 
Manager 1

1 WS-E 64 64

11.02.02
Senior Plant Equipment 
Manager

1 1 WS-E 64 64

11.02.03 Mechanics 2 2 WS-E 64 128

11.02.04 Special System Ops 2 2 WS-E 64 128

11.02.05 NOC 2 2 WS-D 96 192
6 monitors + 1 large with 
extra seat

11.02.06 Flat Files 1 1 25 25
11.02.07 Files 1 1 2 10 20
11.02.08 Lockers 8 8 10 80 2'x2' full height
11.02.09 Internal Circulation 50% 351 Circulation factor in room

11.02
Facilities Open Office 
Total

1 1 1,052 1052

11.03 Conference Room 0 0
CONF-

B
350 0

12 seats, 6 during 
activation, share another 
conference room.

11.04 Storage 1 1 120 120
Net Assigned Area 1292
Gross Area Factor 20% 258
Area Subtotal 1550

11.00  Facilities
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12.01 Air Handler Rooms 2 2 1200 2,400

12.02 Boilers and Pumps 1 1 2000 2,000
Hardened,  May change 
based on mechanical 
system used. 

12.03 Chillers 1 1 1250 1,250
Hardened,  May change 
based on mechanical 
system used.  

12.04 Electrical 2 2 1000 2,000
12.05 UPS  Rooms  2 2 400 800
12.06 IT Closet 2 2 120 240
12.07 Electrical Closets 2 2 120 240
12.08 Fire Riser 1 1 120 120

12.09 Custodial Storage 1 1 140 140
Custodial storage for mops 
and cleaning equipment. 

12.10 Custodial Closets 3 3 80 240
Custodial storage for mops 
and cleaning equipment.

12.11 Recycling Closets 3 3 80 240 1 per floor
12.12 Washer & Dryer 1 1 25 25

Net Assigned Area 9,695
Gross Area Factor 20% 1,939
Area Subtotal 11,634

Mechanical Enclosure
12.13 Generators 3 3 1100 3,300 Generators in enclosure

12.14 Cooling Towers 2 2 600 1,200
Hardened Enclosure,  May 
change based on 
mechanical system used.  

Net Assigned Area 4,500
Gross Area Factor 20% 900
Area Subtotal 5,400

Building Systems and Support Gross Area 17,034

12.00  Building Systems and Support
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13.01 Stairs 15 15 220 3,300
3 Stairs, 5 Floors, Roof 
access

13.02 Elevator (Large) 10 6 100 600 2 Elevators, 5 Floors
13.03 Elevator Equipment 1 1 100 100

Net Assigned Area 4,000
Gross Area Factor 0% 0
Area Subtotal 4,000

13.00  Circulation
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14.01 Receiving 1 1 250 250
Non-Hardened, Remote 
staging and receiving area 
with dock

14.02 Mail Room 1 1 100 100
14.03 Trash & Recycling 1 1 150 150 Roll Can Storage
14.04 Dry Goods Storage 1 1 100 100
14.05 IT/ECC Storage 1 1 800 800
14.05 General Storage 1 1 100 100

Net Assigned Area 1500
Gross Area Factor 20% 300
Area Subtotal 1800

14.00 Receiving
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15.01 RF Equipment Building
Could be in building or next 
to 300' tower

15.01.01 VHF Racks 4 4 8 12 96
15.01.02 UHF Racks 18 4 22 12 264

15.01.03 Change Out Space 6 2 8 12 96
Space so that 2 systems 
can run during upgrades

15.01.04 Mechanical Equipment 2 2 10 20
15.01.05 Dry Agent Suppression 1 1 100 100

15.01.06 Internal Circulation 120% 691
Factor for  circulation in the 
room

15.01 Equipment Building 1267 1,267
Net Assigned Area 1,267
Gross Area Factor 20% 253
Area Subtotal 1,520

15.00  RF Building
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Department Current Future
Largest 

Shift

Additional 
Staff for 

Activation

Shift 
Overlap

Total 

Secure Parking With Only City EOC
ECC Administration 19 15 34 34
ECC Operations 38 18 56 6 20 82
ECC Academy Class 52 52 -52 0
City EOC  (8 with power and data) 2 3 5 43 21 69
JIC 12 6 18
Non Emergency Call Center 12 6 18
Traffic Control Center 5 4 9 9
Information Technology 14 8 22 6 28
Facilities 9 9 9
Fire or Mobile Command Trucks (at Loading 
Dock) 4 4 4

ADA Parking 5
Total Secure Parking 143 48 191 21 59 276

Secure Parking With Combined EOC
ECC Administration 19 15 34 34
ECC Operations 38 18 56 6 20 82
ECC Academy Class 52 52 -52 0
Combined EOC (15 with power and data) 13 0 13 54 25 92
JIC 0 0 0 12 6 18
Non Emergency Call Center 12 6 18
Traffic Control Center 5 4 9 9
Information Technology 14 8 22 6 28
Facilities 9 9 9
Fire or Mobile Command Trucks (at Loading 
Dock) 4 4 4

ADA Parking 6
Total Secure Parking 154 45 199 32 63 300

Public Parking (Non-secure) 20 20 20
Media Trucks (in drive lanes or pavers) 6 6 6
ADA Parking 1
Total Parking 26 0 26 0 0 27

PARKING
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Definition of Terms

Space Number  

The Number Required

Space Type

Space Standard

Area Subtotal 

Internal Circulation

Room Total  

Net Assigned Area

Gross Area Factor

The total of all of the rooms in a functional area of the building.

A factor applied to the net area for general building circulation, wall thickness, structural 
elements and chases.

The first digit indicates the functional area of the building, the second indicates the 
room, and the third indicates an element in a room.

Indicates the number of elements in a room or the number of rooms.

The amount of space required for each room or element in a room.

The total amount of area required by all of one type of element in a room.

A factor applied to the sum of all the elements in a room to provide circulation within the
room.  This factor will vary based on the uses of the room.

The total area of all of the rooms under one heading or a total area of all of the 
elements and internal circulation in a room.

Space allocation per the City's Guidelines, PO-Private Office, WS-Workstation, FC-File 
Cabinet, CONF- Conference Room, MTG-Meeting Room.
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