NFPA 72 AND ADA DEVICE INSTALLATION REQUIREMENTS

1. Mount audible & visual devices on approved boxes.
2. Install per National Electric Code.
3. Conduit:
   - 0'-4" minimum
   - 3'-0" minimum

4. Graphic Annunciator:
   - 96" maximum top of device
   - 80" minimum bottom of device
   - 3'-8" (3'-6" minimum, 4'-0" maximum)
   - 5'-6"
   - 5'-0" maximum
   - 3'-0" minimum

5. Strobe:
   - 0'-6" minimum
   - 0'-4" minimum

6. Horn:
   - 1'-0" maximum

7. Manual Pull Station:
   - 0'-4" minimum, smoke/heat detector 0'-6" minimum, horn 0'-6" minimum

8. Floor:
   - Finished

9. Fire Protection Division:
   - 310 West Martin St. Raleigh, NC 27602

10. Date:
    - 7-1-06

11. Drawing No.:
    - FP-26

12. Description:
    - Fire Alarm Device Mounting

13. Revisions:
    - W. Warren