FIRE PUMP ISOMETRIC

NOTES:

1. HYDROSTATIC TEST ALL PIPING PER NFPA 13.
2. PUMP TEST HEADER IS REQUIRED.
3. FLOW METER IS OPTIONAL.
4. NOTES 1, 2, 4 & 5 SEE NFPA 20, A 2-14

MINIMUM 2" PIPE TO OUTSIDE BLDG.

MINIMUM 2" PIPE TO OUTSIDE BLDG.

Pressure Gauge

NOTES:

1. HYDROSTATIC TEST ALL PIPING PER NFPA 13.
2. PUMP TEST HEADER IS REQUIRED.
3. FLOW METER IS OPTIONAL.
4. NOTES 1, 2, 4 & 5 SEE NFPA 20, A 2-14

MINIMUM 2" PIPE TO OUTSIDE BLDG.

Control Valve

Check Valve

Ductile iron underground D/I or Galvanized pipe to fire pump flange and bypass check valve

METER CONTROL VALVE

FIRE PUMP ISOMETRIC

N.T.S.